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Patricia A. Peshka                          Scott Avedisian 

Purchasing Agent                     Mayor  

                        City of Warwick 

 

Purchasing Division 
3275 Post Road 

     Warwick, Rhode Island 02886  
Tel (401) 738-2000 Ext. 6240 

Fax (401) 737-2364 
 

 
 

The following notice is to appear on the City of Warwick’s website Friday, August 26, 2016.  
The website address is http://www.warwickri.gov/bids. 
  

 
CITY OF WARWICK 

BIDS REQUESTED FOR 
 
 

Bid2017-107 Purchase & Deliver Air Conditioning Unit for City Hall 

 
Specifications are available in the Purchasing Division, Warwick City Hall, Monday  
through Friday, 8:30 AM until 4:30 PM on or after Friday, August 26, 2016.  Please note that 
our offices will be closed on Monday, September 5, 2016. 
 
Sealed bids will be received by the Purchasing Division, Warwick City Hall, 3275 Post Road, 
Warwick, Rhode Island 02886 up until 11:00 AM, Tuesday, September 6, 2016.  The bids will 
be opened publicly commencing at 11:00 AM on the same day in the Lower Level 
Conference Room, Warwick City Hall.    
 
Awards shall be made on the basis of the lowest evaluated or responsive bid price.   
Please note that no bids can be accepted via email or fax. 
 
Individuals requesting interpreter services for the hearing impaired must notify the 
Purchasing Division at 401-738-2000, extension 6241 at least 48 hours in advance of the bid 
opening date. 
  
 
Signature on Original File  
Patricia A. Peshka 
Purchasing Agent  

http://www.warwickri.gov/
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                                  PLEASE SUBMIT THIS PAGE WITH YOUR BID 

 
 
 

                                 Acknowledgement of Addendum (if applicable) 
 

 
                                      Addendum Number               Signature of Bidder 
         
                 _______________               ____________________ 
 
                _______________               ____________________ 
  
 
     COMPANY NAME: _______________________________________ 
 
     COMPANY ADDRESS: ____________________________________ 
 
     COMPANY ADDRESS: ____________________________________ 
 
     BIDDER'S SIGNATURE: __________________________________    
                            
     BIDDER'S NAME (PRINT): ________________________________                               
      
     TITLE: ___________________     TEL. NO.: ___________________        
 

 EMAIL ADDRESS:  _______________________________________* 
 

 
*Please include your email address.  Future bids will be emailed, unless otherwise noted. 
=============================================================== 
 
II.  AWARD AND CONTRACT: 
 
   The CITY OF WARWICK, acting as duly authorized through its Purchasing 
Agent/Finance Director/Mayor (delete if inapplicable), accepts the above bid and hereby 
enters into a contract with the above party to pay the bid price upon completion of the 
project or receipt of the goods unless another payment schedule is contained in the 
specifications.  All terms of the specifications, both substantive and procedural, are made 
terms of this contract. 
 
 
 
 
 DATE: ___________________________      ___________________________________                
             Bid2017-107                                            Purchasing Agent 
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CERTIFICATION & WARRANT FORM* 
 
 
 

This form must be completed and submitted with sealed bid.   
Failure to do so will result in automatic rejection. 

 
 
 
 
Any and all bids shall contain a certification and warrant that they comply with all relevant and 
pertinent statues, laws, ordinances and regulations, in particular, but not limited to Chapter 16-
Conflicts of Interest, of the Code of Ordinances of the City of Warwick.  Any proven violation of this 
warranty and representation by a bidder at the time of the bid or during the course of the contract, 
included, but not limited to negligent acts, either directly or indirectly through agents and/or sub-
contractors, shall render the bidder’s contract terminated and the bidder shall be required to 
reimburse the City for any and all costs incurred by the City, including reasonable attorney fees, to 
prosecute and/or enforce this provision. 
 
 
 
 
 
___________________________________________  ______________________ 
Signature        Date 
 
 
___________________________________________ 
Company Name 
 
 
___________________________________________ 
Address 
 
 
___________________________________________ 
Address 
 

 
 
 

*This form cannot be altered in any way



4 
 

 
CITY OF WARWICK 

NOTICE TO BIDDERS 
 
 

Bid2017-107 Purchase & Deliver Air Conditioning Unit for City Hall 

 
Specifications are available in the Purchasing Division, Warwick City Hall, Monday  
through Friday, 8:30 AM until 4:30 PM on or after Friday, August 26, 2016.  Please note 
that our offices will be closed on Monday, September 5, 2016. 
 
Sealed bids will be received by the Purchasing Division, Warwick City Hall, 3275 Post Road, 
Warwick, Rhode Island 02886 up until 11:00 AM, Tuesday, September 6, 2016.  The bids 
will be opened publicly commencing at 11:00 AM on the same day in the Lower Level 
Conference Room, Warwick City Hall.    
     
If you received this document from our homepage or from a source other than the City of 
Warwick Purchasing Division, please check with our office prior to submitting your bid to 
ensure that you have a complete package. The Purchasing Division cannot be responsible to 
provide addenda if we do not have you on record as a plan holder. 

 
Bids received prior to the time of the opening will be securely kept, unopened.  No 
responsibility will be attached to an officer or person for the premature opening of a bid 
not properly addressed and identified.  No bids shall be accepted via facsimile or email. 
 
The opening of bids shall be in the order established by the posted agenda and the 
agenda shall continue uninterrupted until completion. 
 
Once an item has been reached and any bids on that item has been opened, no other 
bids on that item will be accepted and any such bid shall be deemed late. 
 
The contractor will not discriminate against any employee or applicant for employment 
because of physical or mental handicap for any position for which the employee or 
applicant is qualified and that in the event of non-compliance the City may declare the 
contractor in breach and take any necessary legal recourse including termination or 
cancellation of the contract. 
 
A bidder filing a bid thereby certifies that no officer, agent, or employee of the City has a 
pecuniary interest in the bid or has participated in contract negotiations on the part of the 
City, that the bid is made in good faith without fraud, collusion, or connection of any kind 
with any other bidder for the same call for bids, and that the bidder is competing solely in 
his own behalf without connection with, or obligation to, any undisclosed person or firm. 
 
All bids should be submitted with one (1) original and one (1) copy in a sealed envelope, 
which should read: YOUR COMPANY NAME plainly marked on the exterior of the envelope as 
well as “Bid2017-107 Purchase & Deliver Air Conditioning Unit for City Hall.”    

 



5 
 

   
  Should you have any questions, please contact Joseph Blake, Building Maintenance, 3275 Post 

Rd. Annex, Warwick, RI at 401-738-2000, extension 6350 or joseph a.blake@warwickri.com. 
 
All bids should be written in ink or typed.  If there is a correction with whiteout, the 
bidder must initial the change. 
 
Any deviation from the specifications must be noted in writing and attached as part of 
the bid proposal.  The bidder shall indicate the item or part with the deviation and 
indicate how the bid will deviate from specifications. 

 
The IRS Form W-9 attached should be completed and submitted with the bid if the 
bidder falls under IRS requirements to file this form. 
 
When a bid is awarded to a corporation, limited liability company or other legal entity, 
prior to commencing work under the awarded bid, that corporation, company or legal 
entity may be required to provide to the Purchasing Agent a Certificate of Good 
Standing from The Rhode Island Secretary of State dated no more than thirty (30) days 
prior to the date upon which the bid award was made.  Please note that no other 
State’s Certificate of Good Standing will be accepted. 
 
Certificates may be mailed to City of Warwick, Purchasing Division, 3275 Post Rd., Warwick,  
RI 02886 or emailed to bids@warwickri.com.  Please reference the bid number in your 
response. 
 
The successful bidder will provide said State of Rhode Island’s Certificate of Good 
Standing within ten (10) calendar days after notification of award or the City reserves 
the right to rescind said award. 
 
The City is exempt from the payment of the Rhode Island Sales Tax under the 1956 
General Laws of the State of Rhode Island, 44-18-30, Paragraph I, as amended. 
 
The contractor must carry sufficient liability insurance and agree to indemnify the city against 
all claims of any nature, which might arise as a result of his operations or conduct of work. 
 
The Purchasing Agent reserves the right to reject any and all bids, to waive any minor 
deviations or informalities in the bids received, and to accept the bid deemed most 
favorable to the interest of the City. 
 
The City reserves the right to terminate the contract or any part of the contract in the 
best interests of the City, upon 30-day notice to the contractor.  The City shall incur no 
liability for materials or services not yet ordered if it terminates in the best interests of 
the City.  If the City terminates in the interests of the City after an order for materials or 
services have been placed, the contractor shall be entitled to compensation upon  
submission of invoices and proper proof of claim, in that proportion which its services  
and products were satisfactorily rendered or provided, as well as expenses necessarily 
incurred in the performance of work up to time of termination. 

mailto:bids@warwickri.com
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No extra charges for delivery, handling or other services will be honored.  All claims for 
damage in transit shall be the responsibility of the successful bidder.  Deliveries must be 
made during normal working hours unless otherwise agreed upon.   
 
All costs directly or indirectly related to the preparation of a response to this 
solicitation, or any presentation or communication to supplement and/or clarify any 
response to this solicitation which may be required or requested by the City of Warwick 
shall be the sole responsibility of and shall be borne by the respondent. 
 
If the respondent is awarded a contract in accordance with this solicitation and the 
respondents bid or response and if the respondent fails or refuses to satisfy fully all of 
the respondents obligations thereunder, the City of Warwick shall be entitled to recover 
from the respondent any losses, damages or costs incurred by the City as a result of 
such failure or refusal. 
 
The City reserves the right to award in part or full and to increase or decrease quantities 
in the best interest of the City. 
 
Any quantity reference in the bid specifications are estimates only, and do not represent 
a commitment on the part of the City of Warwick to any level of billing activity.  It is 
understood and agreed that the agreement shall cover the actual quantities ordered 
during the contract period. 
 
The City reserves the right to rescind award for non-compliance to bid specifications. 
 
The successful bidder must adhere to all City, State and Federal Laws, where 
applicable. 
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CITY OF WARWICK 
SPECIFICATIONS FOR PURCHASE OF CITY HALL AIR CONDITIONING UNIT   

 

The City of Warwick is seeking bids for the purchase of a replacement of the air conditioning unit for City Hall.  

Vendors must provide a chiller that meets or exceeds the performance and specifications outlined below: 

Tag Model
Min.

Tons

Min.

EER

Min.

IPLV

Oper.

Weight

(lbs)

Refrigerant
Height

(in.)

Width

(in.)

Length

(in.)

Number

Of 

Refrig.

Circuits

Comp.

Type

CH-1 JCI YLAA0101HE 98.3 10.15 15.7 5258 R410A 94.2 88.3 142.7 2 Scroll - Hermetic

Chiller Data

 

EWT

(°F)

LWT

(°F)

Flow 

Rate

(gpm)

Pressure

Drop
Volts/PH/HZ MCA Max Fuse

54 44 234.6 9.4 208-3-60 467 500

Evaporator Electrical Data

 

1. GENERAL 

1.01. GENERAL REQUIREMENTS 

The requirements of this Section shall conform to the general provisions of the Contract, including General 

and Supplementary Conditions, Conditions of the Contract, and Contract Drawings. 

1.02. SCOPE 

Provide Microprocessor controlled, multiple scroll compressor, air-cooled, liquid chillers of the scheduled 

capacities as shown and indicated on the Drawings, including but not limited to: 

1. Chiller package 

2. Charge of refrigerant and oil 

3. Electrical power and control connections 

4. Chilled liquid connections 

5. Manufacturer start-up 

1.03. QUALITY ASSURANCE 

A. Products shall be Designed, Tested, Rated and Certified in accordance with, and Installed in 

compliance with applicable sections of the following Standards and Codes: 

1. AHRI 550/590 – Water Chilling Packages Using the Vapor Compression Cycle 

2. AHRI 370 – Sound Rating of Large Outdoor Refrigerating and Air-Conditioning Equipment 
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3. ANSI/ASHRAE 15 – Safety Code for Mechanical Refrigeration 

4. ANSI/ASHRAE 34 – Number Designation and Safety Classification of Refrigerants 

5. ASHRAE 90.1 – Energy Standard for Buildings Except Low-Rise Residential Buildings 

6. ANSI/NFPA 70 – National Electrical Code (N.E.C.) 

7. ASME Boiler and Pressure Vessel Code, Section VIII, Division 1 

8. OSHA – Occupational Safety and Health Act 

9. Manufactured in facility registered to ISO 9001 

10. Conform to Intertek Testing Services for construction of chillers and provide ETL/cETL Listed 

Mark 

B. Factory Run Test: Chiller shall be pressure-tested, evacuated and fully charged with refrigerant and oil, 

and shall be factory operational run tested with water flowing through the vessel. 

C. Chiller manufacturer shall have a factory trained and supported service organization. 

D. Warranty: Manufacturer shall Warrant all equipment and material of its manufacture against defects in 

workmanship and material for a period of eighteen (18) months from date of shipment or twelve (12) 

months from date of start-up, whichever occurs first.  Provide manufacturer’s extended warranty for a 

period of 5 years from the date of shipment from the factory. Extended warranty shall cover the following: 

1. Entire unit, Parts only 

 

ADD ALTERNATE:  Manufacturer shall furnish a 1 year Maintenance Contract on the machine from the 
date of start up. 

1. Work must be performed by manufacturer’s factory-trained and factory-employed service 
technicians  
2. Provider shall be OEM or Factory Certified Service Provider and Parts Center for this equipment 
3. The agreement shall include maintenance only labor 
4. Hours of coverage shall be normal business hours 
5. Provider shall include spring start up, fall shut down, and one (1) operational inspection including 
the following activities: 

i. Check for overall condition of unit, unusual noise and vibration, proper chilled water 
flow, system pressures and temperatures, refrigerant charge (sight glass),  proper 
capacity control operation, proper crank case heater operation (if applicable), visual 
signs of refrigerant/oil leak(s) proper condenser fan operation 

ii. Record and log all operating parameters 
iii. Document tasks performed during visit and report any observations to appropriate 

customer representative 
6. Provider shall perform one (1) annual comprehensive inspection including the following activities: 

i. Check for visual signs of refrigerant/oil leak(s) 
ii. Conduct refrigerant leak check 
iii. Check for proper crank case heater operation (if applicable) 
iv. Inspect condenser fan and compressor contactors for wear 
v. Check and tighten electrical connections 
vi. Perform preventative procedures to flow proving devices 
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1.04. DELIVERY AND HANDLING 

A. Unit shall be delivered to job site fully assembled with all interconnecting refrigerant piping and internal 

wiring ready for field installation and charged with refrigerant and oil by the Manufacturer. 

B. Provide protective covering over vulnerable components for unit protection during shipment. Fit 

nozzles and open ends with plastic enclosures. 

C. Unit shall be stored and handled per Manufacturer’s instructions. 

PRODUCTS 

1.05. CHILLER MATERIALS AND COMPONENTS 

A. General: Install and commission, as shown on the schedules and plans, factory assembled, charged, 

and tested air cooled scroll compressor chiller(s) as specified herein. Chiller shall be designed, selected, 

and constructed using a refrigerant with Flammability rating of "1", as defined by ANSI/ASHRAE 

STANDARD 34 Number Designation and Safety Classification of Refrigerants. Chiller shall include not 

less than two refrigerant circuits above 50 tons (200kW), scroll compressors, direct-expansion type 

evaporator, air-cooled condenser, refrigerant, lubrication system, interconnecting wiring, safety and 

operating controls including capacity controller, control center, motor starting components and special 

features as specified herein or required for safe, automatic operation. 

B. Cabinet: External structural members shall be constructed of heavy gauge, galvanized steel coated 

with baked on powder paint which, when subject to ASTM B117, 1000 hour, 5% salt spray test, yields 

minimum ASTM 1654 rating of "6". 

C. Operating Characteristics: Provide low and high ambient temperature control options as required to 

ensure unit is capable of operation from 30°F to 115°F (-1°C to 46°C) ambient temperature. [Optional:  0°F 

to 125°F (-18°C to 52°C) ambient.] 

D. Service Isolation valves: Discharge (ball type) isolation valves factory installed per refrigerant circuit. 

Includes a system high-pressure relief valve in compliance with ASHRAE15. 

E. Pressure Transducers and Readout Capability 

1. Discharge Pressure Transducers: Permits unit to sense and display discharge pressure. 

2. Suction Pressure Transducers: Permits unit to sense and display suction pressure. 

3. High Ambient Control: Allows units to operate when the ambient temperature is above 115°F 

(46°C). Includes discharge pressure transducers 

1.06. COMPRESSORS 

A. Compressors: Shall be hermetic, scroll-type, including: 

1. Compliant design for axial and radial sealing. 

2. Refrigerant flow through the compressor with 100% suction cooled motor. 

3. Large suction side free volume and oil sump to provide liquid handling capability. 

4. Compressor crankcase heaters to provide extra liquid migration protection. 

5. Annular discharge check valve and reverse vent assembly to provide low-pressure drop, silent 

shutdown and reverse rotation protection. 

6. Initial oil charge. 
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7. Oil level sight glass. 

8. Vibration isolator mounts for compressors. 

9. Brazed-type connections for fully hermetic refrigerant circuits. 

10. Compressor Motor overloads capable of monitoring compressor motor current. Provides extra 

protection against compressor reverse rotation, phase-loss and phase-imbalance. 

1.07. REFRIGERANT CIRCUIT COMPONENTS 

Each refrigerant circuit shall include: a discharge service ball type isolation valve, high side pressure relief, 

liquid line shutoff valve with charging port, low side pressure relief device, filter-drier, solenoid valve, sight 

glass with moisture indicator, thermostatic expansion valves, and flexible, closed-cell foam insulated suction 

line and suction pressure transducer. 

1.08. HEAT EXCHANGERS 

A. Evaporator: 

1. Evaporator shall be brazed-plate stainless steel construction capable of refrigerant working 

pressure of 650 psig (3103 kPa) and liquid side pressure of 150 psig (1034 kPa) [Option for 300 psig 

(2068 kPa) available]. 

2. Brazed plate heat exchangers shall be UL listed. 

3. Exterior surfaces shall be covered with 3.4" (19mm), flexible, closed cell insulation, thermal 

conductivity of 0.26k ([BTU/HR-Ft² - °F]/in.) maximum. 

4. Water nozzles shall be provided with grooves for field provided ANSI/AWWA C-606 mechanical 

couplings. 

5. Evaporator shall include vent and drain fittings and thermostatically controlled heaters to protect to 

-20°F (-29°C) ambient in off-cycle. 

6. A 20-mesh, serviceable wye-strainer and mechanical couplings shall be provided for field 

installation on evaporator inlet prior to startup. 

7. Evaporator shall be provided with piping extension kit and mechanical couplings to extend liquid 

connection from evaporator to edge of unit. Thermal dispersion type flow switch shall be factory 

installed in the evaporator outlet pipe extension and wired to the unit control panel. Insulation and 

heat trace on piping shall be responsibility of installing contractor. Extension kit nozzle connections 

shall be ANSI/AWWA C-606 (grooved). 

B. Air-cooled Condenser: 

1. Coils: Condenser coils shall be constructed of a single material to avoid galvanic corrosion due to 

dissimilar metals. Coils and headers are brazed as one piece. Integral sub cooling is included. Coils 

shall be designed for a design working pressure of 650 PSIG (45 bar). Condenser coil shall be 

washable with potable water under 100 psi (7 bar) pressure. 

2. Low Sound Fans: Shall be dynamically and statically balanced, direct drive, corrosion resistant 

glass fiber reinforced composite blades molded into a low noise, full-airfoil cross section, providing 

vertical air discharge and low sound. Each fan shall be provided in an individual compartment to 

prevent crossflow during fan cycling. Guards of heavy gauge, PVC (poly- vinylchloride) coated or 

galvanized steel shall be factory installed. 

3. Fan Motors: High efficiency, direct drive, 6 pole, 3 phase, insulation class “F”,  current protected, 

Totally Enclosed Air-Over (TEAO) , rigid mounted, with double sealed, permanently lubricated, ball 

bearings. 
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1.09. CONTROLS 

A. General: Automatic start, stop, operating, and protection sequences across the range of scheduled 

conditions and transients. 

B. Power/Control Enclosure: Rain and dust tight NEMA 3R powder painted steel cabinet with hinged, 

latched, and gasket sealed door. 

C. Microprocessor Control Center: 

1. Automatic control of compressor start/stop, anti-coincidence and anti-recycle timers, automatic 

pumpdown at system shutdown, condenser fans, evaporator pump, evaporator heater, unit alarm 

contacts, and chiller operation from 0°F to 125°F (-18°C to 52°C) ambient. Automatic reset to normal 

chiller operation after power failure. 

2. Software stored in non-volatile memory, with programmed setpoints retained in lithium battery 

backed real-time-clock (RTC) memory for minimum 5 years. 

3. Forty character liquid crystal display, descriptions in English (or Spanish, French, Italian, or 

German), numeric data in English (or Metric) units. Sealed keypad with sections for setpoints, 

Display/Print, Entry, Unit Options & clock, and On/Off Switch. 

4. Programmable Setpoints (within Manufacturer limits): display language; chilled liquid temperature 

setpoint and range, remote reset temperature range, daily schedule/holiday for start/stop, manual 

override for servicing, low and high ambient cutouts, low liquid temperature cutout, low suction 

pressure cutout, high discharge pressure cutout, anti-recycle timer (compressor start cycle time), and 

anti-coincident timer (delay compressor starts). 

5. Display Data: Return and leaving liquid temperatures, low leaving liquid temperature cutout setting, 

low ambient temperature cutout setting, outdoor air temperature, English or metric data, suction 

pressure cutout setting, each system suction pressure, liquid temperature reset via a 4-20milliamp or 

0-10 VDC input, anti-recycle timer status for each compressor, anti-coincident system start timer 

condition, compressor run status, no cooling load condition, day, date and time, daily start/stop times, 

holiday status, automatic or manual system lead/lag control, lead system definition, compressor 

starts/operating hours (each), status of hot gas valves, evaporator heater and fan operation, run 

permissive status, number of compressors running, liquid solenoid valve status, load & unload timer 

status, water pump status. 

6. System Safeties: Shall cause individual compressor systems to perform auto shut down; manual 

reset required after the third trip in 90 minutes. System Safeties include: high discharge pressure, low 

suction pressure, high pressure switch, and motor protector. Compressor motor protector shall 

protect against damage due to high input current or thermal overload of windings. 

7. Unit Safeties: Shall be automatic reset and cause compressors to shut down if low ambient, low 

leaving chilled liquid temperature, under voltage, and flow switch operation. 

8. Alarm Contacts: Low ambient, low leaving chilled liquid temperature, low voltage, low battery, and 

(per compressor circuit): high discharge pressure, and low suction pressure. 

9. BAS Communications:  YORKTalk 2, BACnet  MS/TP, Modbus and N2 communication capabilities 

are standard. 

D. Manufacturer shall provide any controls not listed above, necessary for automatic chiller operation. 

Mechanical Contractor shall provide field control wiring necessary to interface sensors to the chiller 

control system. 

 

 

 



12 
 

 

1.10. POWER CONNECTION AND DISTRIBUTION 

A. Power Panels: 

1. NEMA 3R/12 rain/dust tight, powder painted steel cabinets with hinged, latched, and gasket sealed 

outer doors. Provide main power connection(s), control power connections, compressor and fan 

motor start contactors, current overloads, and factory wiring. 

2. Power supply shall enter unit at a single location, be 3 phase of scheduled voltage, and connect to 

individual terminal blocks per compressor. Separate disconnecting means and/or external branch 

circuit protection (by Contractor) required per applicable local or national codes. 

B. Compressor, control and fan motor power wiring shall be located in an enclosed panel or routed 

through liquid tight conduit. 

1.11. ACCESSORIES AND OPTIONS 

Some accessories and options supersede standard product features. Your Johnson Controls representative 

will be pleased to provide assistance. 

A. Microprocessor controlled, Factory installed Across-the-Line type compressor motor starters as 

standard. 

B. Outdoor Ambient Temperature Control 

1. Low Ambient Control: Permits unit operation to 0°F ambient. Standard unit controls to 30°F 

ambient. 

2. High Ambient Control: Permits unit operation above 115°F ambient. 

C. Power Supply Connections: 

1. Single Point Disconnect: Single point Non-Fused Disconnect and lockable external handle (in 

compliance with Article 440-14 of N.E.C.) can be supplied to isolate the unit power voltage for 

servicing. Separate external fusing must be supplied, by others, in the incoming power wiring, which 

must comply with the National Electric Code and/or local codes. 

D. Control Power Transformer: Converts unit power voltage to 120-1-60 (500 VA capacity). Factory-

mounting includes primary and secondary wiring between the transformer and the control panel. 

E. Condenser Coil Environmental Protection: 

1. Post-Coated Dipped: Dipped-cured coating on condenser coils for seashore and other 

corrosive applications (with the exception of strong alkalis, oxidizers, and wet bromine, 

chlorine and fluorine in concentrations greater than 100 ppm). 

F. Protective Chiller Panels (Factory or Field Mounted) 

1. Louvered/Wire Panels: Louvered steel panels on external condenser coils painted as per 

remainder of unit cabinet. Heavy gauge, welded wire-mesh, coated to resist corrosion, around 

base of machine to restrict unauthorized access. 

G. Thermal Dispersion Flow Switch (Factory installed and wired in piping extension kit):  Normally open, 

30bar pressure rating, stainless steel 316L construction, IP67, -4°F to 158°F ambient rating. 

H. Hot Gas By-Pass: Permits continuous, stable operation at capacities below the minimum step of 

unloading to as low as 5% capacity (depending on both the unit & operating conditions) by introducing an 

artificial load on the evaporator. Hot gas by-pass is installed on only one refrigerant circuit. 

I. Vibration Isolation (Field installed): 

1. Elastomeric Isolators.  
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Please contact Joseph Blake with questions pertaining to this bid at 401-738-2000, Ext. 6350 or 

joseph.a.blake@warwickri.com.

mailto:joseph.a.blake@warwickri.com
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CITY OF WARWICK 

 

BID AND CONTRACT FORM 

 

 

TITLE OF SPECIFICATION:  Bid2017-107 Purchase & Deliver Air Conditioning 

Unit for City Hall 

 

 
 

 

 

I.  BID: 

 

     WHEREAS, the CITY OF WARWICK has duly asked for bids for performance of services 

and/or supply of goods in accordance with the above-indicated specifications. 

 

     The person or entity below does irrevocably offer to perform the services and/or furnish the 

goods in accordance with the specifications, which are hereby incorporated by reference in 

exchange for the bid price below; 

 

     This offer shall remain open and irrevocable until the CITY OF WARWICK has accepted this 

bid or another bid on the specifications or abandoned the project. 

 

     The bidder agrees that acceptance below by the CITY OF WARWICK shall transform the bid 

into a contract.  This bid and contract shall be secured by Bonds, if required by the 

specifications. 

 

 

 

 

Description Bid 

  

Purchase of A/C unit for City Hall, including delivery $ 

Make  

Manufacturer’s warranty on unit  

Add Alternate $ 

 

 

 


